ANGLE METER STOP

SECTION A-A

NOTES:

1) ALL BENDS IN CONDUIT SHALL BE MADE USING A 6" SWEEP
2) CONDUIT ENDS SHALL BE PLACED WITHIN 3" OF BOX CORNER

STRAIGHT PIECE OF CONDUIT
AS NEEDED

1/2" PVC CONDUIT (TYP)

3) ALL CONDUIT ENDS SHALL BE SEALED USING A REMOVABLE PLUG

4) GROUPED METER BOXES SHALL BE PLACED WITH A 6" (MIN)
AND A 5' (MAX) DISTANCE APART.

5) ALL CONDUITS SHALL BE DIRECTED TO ONE METER BOX
WITHIN THE GROUPED SET MAKING SURE TO LEAVE
ROOM FOR METER PLACEMENT.
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